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MH: 12

XSPW

MH: 11

CPY-FLAT-13L

MH: 14

BOM: Complete Part Description

8- CPY-B-DM-F-13l-UL-57K-WH-HZ

7-  CPY-B-DM-F-C-UL-57K-BZ-HZ

6-  XSPW-B-WM-3ME-2L-57K-UL-BZ

1-  XSPMD-D-HT-3ME-12L-57K-UL-BZ-N

6-  XSPMD-D-HT-4ME-12L-57K-UL-BZ-N

7-  SSS-4-11-17-CW-BS-OT-N-BZ

7-  PD-1H4

4-  XA-SP1BLS

FIXTURE MOUNTING HEIGHTS AS SHOWN

POLES MOUNTED ON 3' BASE

ADDITIONAL EQUIPMENT REQUIRED:

(7) SSS-4-11-17-CW-BS-OT-N-BZ (17' x 4" x 0.125" STEEL SQUARE POLE, TENON MOUNT)

(7) PD-1H4    ( SINGLE HORIZONTAL TENON)

(4) SP1-BLS (BACK LIGHT SHIELD)

PROPOSED POES MEET 140MPH SUSTAINED WIND LOADS

*** CUSTOMER TO VERIFY ORDERING INFORMATION AND

CATALOGUE NUMBER PRIOR TO PLACING ORDER ***

Calculation Summary (Footcandles calculated using predicted lumen values @ 50K hrs of operation)

Label Units Avg Max Min Avg/Min Max/Min Max/Avg

CANOPY Fc 34.26 43 22 1.56 1.95 N.A.

PAVED AREA Fc 4.41 14.1 1.1 4.01 12.82 N.A.

SITE Fc 0.56 10.8 0.0 N.A. N.A. N.A.

Luminaire Schedule

Symbol Qty Label Arrangement LMF Lum. Lumens Lum. Watts Part Number BUG Rating

8 CPY-FLAT-13L SINGLE 1.000 12825 91 CPY250-B-DM-F-13L-UL-57K-WH-HZ B3-U0-G1

7 CPY-FLAT-C SINGLE 1.000 2170 16 CPY250-B-DM-F-C-UL-57K-BZ-HZ B1-U0-G1

1 XSPMD-3ME-BLS SINGLE 1.000 8425 95 XSPMD-D-HT-3ME-12L-57K7-UL-BZ-N w_XA-SP1BLS B1-U0-G2

2 XSPMD-4ME-1 SINGLE 1.000 11875 95 XSPMD-D-HT-4ME-12L-57K7-UL-BZ-N B2-U0-G2

4 XSPMD-4ME-BLS SINGLE 1.000 8675 95 XSPMD-D-HT-4ME-12L-57K7-UL-BZ-N w_XA-SP1BLS B1-U0-G2

6 XSPW WALL MOUNT 1.000 1519 12 XSPW-B-WM-3ME-2L-57K-UL-BZ B0-U0-G1

0

Scale 1" = 20'

40 80

Footcandles calculated at grade
Filename: 711-210708SNWALJS.AGI

Illumination results shown on this lighting design

are based on project parameters provided to

Cree Lighting used inconjunction with luminaire

test procedures conducted under laboratory

conditions.  Actual project conditions differing

from these design parameters may affect field

results. The customer is responsible for

verifying dimensional accuracy along with

compliance with any applicable electrical,

lighting,or energy code.

9201 Washington Ave, Racine, WI 53406  https://creelighting.com - (800) 236-6800

CREE
GHTINGLI

_______________________

A COMPANY OF IDEAL INDUSTRIES, INC.

Layout By:

 LINDA SCHALLER

Date:7/8/2021

Project Name:   7-Eleven 41923 15006 Main St E Sumner, WA

SR-36085

XSPMD-4ME-BLS

MH: 20

XSPMD-4ME-BLS

MH: 20

XSPMD-4ME-1

MH: 20

XSPMD-4ME-BLS

MH: 20

XSPMD-3ME-BLS

MH: 20

XSPMD-4ME-1

MH: 20

XSPMD-4ME-BLS

MH: 20

22 29 28 25 27 30 26

30 39 37 33 36 40 34

33 43 41 37 39 43 37

33 43 41 37 39 43 37

29 38 37 34 36 38 33

28 35 35 33 34 36 30

30 38 37 34 36 38 32

31 39 38 34 37 40 33

30 38 37 34 36 38 32

29 37 35 32 34 38 32

24 32 30 27 29 32 27

1.1 1.8

2.1 3.2 3.9 3.7 2.7 1.9 1.5 1.1

2.0 2.5 2.9 3.0 2.8 3.2 4.6 3.3

1.6 1.9 2.1 2.4 2.6 3.3 4.9 5.1 4.5 4.1 3.3

1.5 1.6 2.1 2.8 3.3 4.0 5.9 5.5 4.3 4.9 3.9

3.3 3.8 2.6 1.4 1.1 1.2 2.2 3.9 3.2 3.4 2.2 1.7 1.7 3.6 6.8 8.1 9.3 8.5 5.7 5.0 4.2 4.7

4.1 3.8 2.2 1.6 1.3 1.5 2.0 3.5 4.6 3.3 2.5 2.5 2.8 8.8 8.2 5.4 5.3 4.3

4.5 3.8 2.6 2.0 1.8 1.9 2.5 3.6 4.8 3.7 3.0 3.0 3.7 13.3 10.2 4.8 4.9

4.1 5.2 3.3 2.8 2.3 2.5 3.0 5.8 5.3 4.0 2.9 2.7 4.0 13.0 9.9 4.8 5.0

6.2 3.1 2.6 4.2 12.9 9.7 5.5 4.4

5.7 3.6 3.4 4.9 14.1 10.0 4.6 3.1

4.3 4.5 3.9 6.0 12.0 8.3 3.8 2.6

3.8 4.1 4.9 5.0 6.6 11.5 14.1 13.8 10.6 5.7 4.2 2.3

4.0 3.8 4.4 6.0 6.9 5.8 5.4 3.9 1.8

4.2 3.1 2.8 4.2 4.1 4.8 4.0 3.6

0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0

0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0

0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0

0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.2 0.3 0.2 0.2 0.1 0.1 0.1 0.1 0.1 0.1 0.0 0.0 0.0 0.0 0.0 0.0

0.0 0.0 0.0 0.0 0.0 0.1 0.1 0.1 0.1 0.1 0.1 0.2 0.2 0.3 0.5 2.2 1.8 1.2 0.8 0.6 0.4 0.2 0.2 0.1 0.1 0.0 0.0 0.0 0.0 0.0

0.0 0.0 0.0 0.0 0.1 0.1 0.1 0.2 0.2 0.2 0.3 0.3 0.5 0.7 1.2 0.7 0.4 0.2 0.1 0.1 0.1 0.0 0.0 0.0

0.0 0.0 0.0 0.0 0.2 0.2 0.2 0.3 0.4 0.5 0.4 0.5 0.7 1.0 1.4 3.0 2.7 2.3 0.9 0.3 0.1 0.1 0.0 0.0

0.0 0.0 0.0 0.1 0.5 0.6 0.6 0.7 0.7 0.7 0.9 0.9 1.1 1.3 1.5 1.1 0.4 0.2 0.1 0.0 0.0

0.0 0.0 0.1 0.1 1.4 1.6 1.5 1.9 1.1 0.9 1.4 2.1 2.0 2.3 2.1 1.0 0.4 0.2 0.1 0.1 0.0

0.0 0.0 0.1 0.2 1.2 0.4 0.2 0.1 0.1 0.0

0.0 0.1 0.1 0.4 1.0 0.5 0.2 0.1 0.1 0.0

0.0 0.1 0.2 0.5 2.9 3.1 0.8 0.4 0.2 0.1 0.1 0.0

0.0 0.0 0.2 0.5 3.2 3.0 0.7 0.3 0.2 0.1 0.1 0.0

0.0 0.0 0.1 0.4 3.5 4.4 5.5 4.4 2.6 3.3 4.1 4.2 8.8 10.8 3.5 0.5 0.3 0.2 0.1 0.1 0.0

0.0 0.0 0.1 0.3 1.6 2.7 10.5 2.5 0.4 0.2 0.1 0.1 0.1 0.0

0.0 0.0 0.1 0.3 1.2 3.1 5.3 1.3 0.3 0.2 0.1 0.1 0.1 0.0

0.0 0.0 0.1 0.4 1.3 2.7 3.7 0.8 0.3 0.2 0.1 0.1 0.0 0.0

0.0 0.0 0.1 0.5 2.1 7.7 4.6 4.0 4.1 0.7 0.3 0.1 0.1 0.0 0.0 0.0

0.0 0.0 0.1 0.4 2.0 9.0 0.0 3.6 3.0 3.2 3.2 1.5 0.6 0.2 0.1 0.1 0.0 0.0 0.0

0.0 0.0 0.1 0.3 0.9 3.5 7.3 7.4 4.8 1.7 1.5 1.6 0.9 1.9 2.1 3.0 2.8 2.6 2.5 1.6 1.0 0.9 0.9 0.6 0.4 0.4 0.3 0.2 0.1 0.1 0.0 0.0 0.0

0.0 0.0 0.1 0.1 0.3 0.8 1.4 1.6 1.3 0.8 0.7 0.7 0.6 0.9 1.1 1.3 1.2 1.1 1.2 1.0 0.6 0.4 0.3 0.3 0.2 0.1 0.1 0.1 0.0 0.0 0.0 0.0 0.0

0.0 0.0 0.0 0.1 0.1 0.2 0.3 0.4 0.3 0.2 0.2 0.2 0.2 0.3 0.5 0.5 0.6 0.5 0.4 0.4 0.4 0.3 0.2 0.1 0.1 0.1 0.1 0.0 0.0 0.0 0.0 0.0 0.0

0.0 0.0 0.0 0.0 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.2 0.2 0.2 0.2 0.2 0.2 0.2 0.2 0.1 0.1 0.1 0.1 0.0 0.0 0.0 0.0 0.0 0.0 0.0

0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0


	Sheets and Views
	Layout1


